CITY OF LOS ANGELES
WILMINGTON SEWAGE DISPOSAL
PLAN AND PROFILES
OF
FORCE MAINS
BETWEEN
EAST BASIN CHANNEL
AND
SEWAGE SCREENING PLANT
ON
HARRIS PLACE

JOHN A. GRIFFIN
CITY ENGINEER

SUMMARY

NOTES

1. Force Mains to be constructed shown in full lines.
2. Contractor shall make proper connection with existing Metropolitan pipe at mouth of East Basin Channel.
3. Contractor to lay 18" C.I. Pipe shall include the 18" and 6" C.I. Pipe Line as shown hereon.
4. Contractor shall close the ends of all pipe lines with wood plugs, and caulked and covered with cement mortar to prevent entry of surface water or fresh water, and against pressure of 150 psi or more.
5. All pipe joints to be caulked and cemented to withstand pressure of 150 psi or more.
6. Surface over sewers to be restored in accordance with Article 40, Specifications No. 13 (a).

See Plan No. 14501-1100